
SECTION 01510 - TEMPORARY UTILITIES
REQUIREMENTS OF CONTRACTOR

PART 1 - GENERAL

1.01 SECTION INCLUDES

A. Temporary Utilities: Electricity, lighting, heat, ventilation, telephone service, water, and
sanitary facilities.

1.02 RELATED SECTIONS

A. Section 01580 - Project Identification and Signs.

B. Section 01700 - Contract Closeout: Final cleaning.

1.03 TEMPORARY ELECTRICITY

A. Cost: By Contractor; provide and pay for power service required from utility source or
on-site generators.

B. Provide temporary electric feeder from electrical service at approved point of available
service. Do not disrupt Owner’s need for continuous service.

C. Provide power outlets for construction operations, with branch wiring and distribution
boxes located as required. Provide flexible power cords as required.

D. Provide main service disconnect and over-current protection at convenient location.

E. Permanent convenience receptacles may be utilized during construction.

1.04 TEMPORARY LIGHTING FOR CONSTRUCTION PURPOSES

A. Provide and maintain lighting for construction operations.

B. Permanent building lighting may be utilized during construction upon written approval
from Owner.

1.05 TEMPORARY HEATING AND AIR CONDITIONING

A. Provide and pay for heating and air conditioning devices and heat and air condition as
needed to maintain specified conditions for construction operations.

B. Maintain minimum ambient temperature of 50 degrees F in areas where construction is in
progress, unless indicated otherwise in specifications and provided by manufacturer
instructions.
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1.06 TEMPORARY COOLING

A. Provide and pay for cooling devices and cooling as needed to maintain specified conditions
for construction operations.

1.07 TEMPORARY VENTILATION

A. Ventilate enclosed areas to assist cure of materials, to dissipate humidity, and to prevent
accumulation of dust, fumes, vapors, or gases.

B. Utilize existing ventilation equipment. Extend and supplement equipment with temporary
fan units as required to maintain clean air for construction operations.

1.08 TELEPHONE SERVICE

A. Provide, maintain, and pay for telephone service to field office at time of project
mobilization.

1.09 FACSIMILE SERVICE

A. Provide, maintain and pay for facsimile service to field office at time of project
mobilization. 

1.10 TEMPORARY WATER SERVICE

A. Provide, maintain and pay for suitable quality water service required for construction
operations at time of project mobilization.

B. Extend branch piping with outlets located so water is available by hoses with threaded
connections. Provide temporary pipe insulation to prevent freezing.

1.11 TEMPORARY SANITARY FACILITIES

A. Provide and maintain required facilities and enclosures. Provide at time of project
mobilization.

1.12 WARRANTY PERIOD

A. The warranty period for all permanent equipment used for temporary purposes by the
Contractor including lighting, heating and cooling equipment shall commence from date
of final completion of the entire project.

PART 2 - PRODUCTS
Not Used.

PART 3 - EXECUTION
Not Used.

END OF SECTION
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