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Bid Date: Feb 13, 2024
Plans, Specifications and Contract Documents
for
McCreary Co. Spec. Building Fit-up for
McCreary Co. Industrial
Development Authority

ADDENDUM NO. 3 - ISSUE DATE: 2-8-24

The following additions, deletions, changes or revisions are issued herewith and become a part of the
Project Documents. Addendum No. 3 consists of two (2) 8.5x11 pages, two (2) 24x36 sheets.

Item 1: Regarding HVAC thermostat locations and type, refer to specification 230900, and attached
MPE Addendum #3 McCreary Co. Spec Building Fit-up, and updated attached sheets M-1 and M-2.

END OF ADDENDUM NO. 3



McCreary County Spec Building Fit-up
Pine Knot, KY

MEP ADDENDUM #3

Refer to Drawings; Sheet M-1 and M-2:

1. Please provide thermostats as indicated in attached drawings M-1 and M-2.
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STATEMENT #1: WHEN THE THERMOSTAT SENSES A TEMP OF 85 - - 7 E 5 "—’& |

DEGREES, EXISTING LOUVER #1 & EXISTING LOUVER #2
DAMPERS SHALL OPEN AND EF-2 & EF—3 SHALL ACTIVATE
AND RUN UNTIL THE THERMOSTAT READING DROPS BELOW 75

Y

DEGREES, AT_WHICH TIME EF—2 AND EF—3_ SHALL

DE—ENERGIZE AND EXISTING LOUVER #1 & EXISTING LOUVER
#2 DAMPERS SHALL CLOSE. EF—2 AND EXISTING LOUVER #1
ARE STILL SUBJECT TO OPERATION UNDER STATEMENT 2, EVEN
IF STATEMENT #1 IS SATISFIED.

STATEMENT #2: WHEN THE CO2 SENSOR CONTENT READS AT
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OR ABOVE 950PPM, EXISTING LOUVER #1 DAMPER SHALL OPEN
AND EF—2 SHALL ACTIVATE AND RUN UNTIL COZ LEVELS DROP

BELOW 700PPM(ADJ), AT WHICH TIME EF—2 SHALL
DE—ENERGIZE AND EXISTING LOUVER #1 DAMPER SHALL CLOSE.
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COMPRESSOR ROOM_VENTILATION CONTROLS

5 POLE RELAY WIRED TO SNAP ACTION THERMOSTAT THAT WILL
ENGAGE EF AND OPEN LOUVER AT 85 DEGREES OR HIGHER.

() TAGGED NOTES:

1. CONTRACTOR TO VENT FLUE THROUGH ROOF WITH STORM COLLAR
AND TERMINATE 36" ABOVE ROOF LEVEL WITH FLUE GAS ROOF

| TERMINAL CAP. COORDINATE WITH ROOFING CONTRACTOR WITH

REQUIRED FLASHING AND COUNTER FLASHING.

EF—2 TO BE PLACED ON EXTERIOR SIDE WALL ABOVE OFFICE

AREA ROOF.

TOTAL CFM FOR EACH BRANCH TO BE 3000 CFM AND 0.5" W.G.

EXTERIOR DUCT NEEDS TO BE MIN 20 GA. WITH JOINTS AND RO

| REINFORCEMENTS SPACED AT 30" 0.C. MAX.REINFORCEMENT TO
BE C CHANNELS THAT ARE 1.25" x 12 GA. THICKNESS.

6. CF—1 TO BE VES INDUSTRIAL CEILING FAN; [3] 5 FOOT BLADES,

VARIABLE SPEED FAN CONTROL, 7000 CFM, STEEL OR ALUMINUM

o ubN

/1 \FLOOR PLAN - HVAC NEW WORK

M-1 SCALE: 3/32"=1'-0"

BLADES PAINTED WHITE IN COLOR, GRAINGER #809JK5 CEILING
FAN.

CONSULTING ENGINEERING

501 Darby Creek Road, Suite #31
Lexington, KY 40509
Phone: (859) 263-5983

REVISION

McCREARY CO. SPEC BUILDING FT-UP

FOR
McCreary Co. Industrial
Development Authority
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The design professional waves any and all responsibility and liability for problems which arise from failure

to follow these plans, specifications and the design intent they convey.

COPYRIGHT ©
This document discloses subject matter considered confidential by MSE of Kentucky, Inc. and on which

DESIGN DOCUMENTS:

02/01/24

CME

MSE of Kentucky, Inc. has property rights. Neither receipt nor possession thereof confers or transfer any
rights to reproduce the document or any part thereof, or to disclose any information contained therein to

others, or to use it for any purpose without the written permission of MSE of Kentucky, Inc.
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/2 \ENLARGED HVAC FLOOR PLAN

M-2 SCALE: 3/16"=1-0"
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